PC Monitor (c)1992-2007 M&M Refrigeration
Stavis Seafood, Boston, MA
Alarm Report
Data Logged from 01-01-16 to 03-28-16
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04:45:29PM
Log Active Unit Reset Reset
Date Time Name Level Description State Date Time
01/01/16 12:03:42AM Master ALARM AU3 FREEZER TEMP HIGH 01/02/16 11:03:44AM
01/01/16 12:03:42AM Master ATLARM AU15-16 CLR B TEMP HIGH 01/02/16 11:03:44AM
01/01/16 12:03:42AM Master FAIL RCB-2 SAFETY OPEN 01/06/16 02:03:52PM
01/02/16 12:03:45PM Master ATLARM AU15-16 CLR B TEMP HIGH 01/02/16 01:33:45PM
01/04/16 11:03:48AM Master ATLARM AU15-16 CLR B TEMP HIGH 01/04/16 12:03:48PM
01/04/16 11:33:48AM Master ALARM AU3 FREEZER TEMP HIGH 01/04/16 12:03:48PM
01/05/16 10:33:50AM Master ATLARM HOT WATER TEMP LOW 01/05/16 01:03:50PM
01/06/16 07:33:52AM Master ATLARM HOT WATER TEMP LOW 01/06/16 12:03:52PM
01/11/16 09:34:01AM Master ALARM AU3 FREEZER TEMP HIGH 01/11/16 12:34:01PM
01/13/16 08:04:06PM Master FAIL TRANS SYS FAIL 01/13/16 08:34:06PM
01/14/16 12:34:07PM Master ATLARM HOT WATER TEMP LOW 01/15/16 07:34:09AM
01/14/16 12:34:07PM Master ATLARM EXHAUST FAN CONF 01/14/16 01:34:07PM
01/14/16 02:34:07PM Master ATLARM EXHAUST FAN CONF 01/15/16 07:34:09AM
01/18/16 07:34:14AM Master FAIL RC-3 SAFETY OPEN 03/04/16 11:05:46AM
01/18/16 07:34:14AM Master ATLARM EXHAUST FAN CONF 01/19/16 07:04:16AM
01/18/16 05:04:15PM Master ATLARM HOT WATER TEMP LOW 01/21/16 08:04:20AM
01/21/16 02:04:20PM Master ATLARM EXHAUST FAN CONF 01/22/16 07:34:22AM
01/21/16 02:34:20PM Master ATLARM HOT WATER TEMP LOW 01/22/16 07:34:22AM
01/26/16 10:34:30AM Master ATARM AU13 CLR B TEMP HIGH 01/26/16 12:34:31PM
01/26/16 06:34:31PM Master ATARM AU13 CLR B TEMP HIGH 01/27/16 07:34:32AM
01/27/16 06:34:33PM Master ATARM AU13 CLR B TEMP HIGH 01/28/16 07:04:34AM
01/28/16 10:34:34AM Master ATLARM EXHAUST FAN CONF 01/28/16 01:34:34PM
01/28/16 11:34:34AM Master ATLARM HOT WATER TEMP LOW 01/28/16 01:34:34PM
01/28/16 07:04:35PM Master ATARM AU13 CLR B TEMP HIGH 01/29/16 08:34:36AM
01/29/16 06:34:37PM Master ATARM AU13 CLR B TEMP HIGH 02/01/16 08:34:42AM
02/01/16 10:34:42AM Master ATARM AU13 CLR B TEMP HIGH 02/01/16 01:34:42PM
02/01/16 02:04:42PM Master ATARM AUll CLR B TEMP HIGH 02/01/16 02:34:42PM
02/01/16 06:34:43PM Master ATARM AU13 CLR B TEMP HIGH 02/02/16 06:34:44AM
02/02/16 06:34:45PM Master ATARM AU13 CLR B TEMP HIGH 02/04/16 07:04:48AM
02/03/16 08:34:47PM Master ATLARM AU9-10 DOCK TEMP HIGH 02/04/16 07:04:48AM
02/04/16 01:04:48PM Master ALARM AU3 FREEZER TEMP HIGH 02/04/16 02:04:48PM
02/09/16 11:04:58AM Master ALARM AU3 FREEZER TEMP HIGH 02/10/16 12:05:01PM
02/10/16 11:05:00AM Master ALARM AU2 FREEZER TEMP HIGH 02/10/16 12:05:01PM
-~ 02/10/16 11:35:01AM Master ALARM AUl FREEZER TEMP HIGH 02/10/16 12:05:01PM
:>02/11/16 02:05:03PM Master ATLARM HOT WATER TEMP LOW 02/13/16 06:05:06AM
02/13/16 06:35:06AM Master ATLARM HOT WATER TEMP LOW 02/16/16 12:35:12PM
=02/16/16 11:35:12AM Master ALARM AU3 FREEZER TEMP HIGH 02/16/16 12:35:12PM
N02/16/16 06:35:12PM Master ATARM AU13 CLR B TEMP HIGH 02/19/16 09:05:18AM
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02/20/16 11:35:20AM Master ATLARM AU9-10 DOCK TEMP HIGH 02/22/16 09:05:24AM
02/21/16 10:35:22AM Master ATARM AU13 CLR B TEMP HIGH 02/22/16 09:05:24AM
02/21/16 11:05:23PM Master ALARM LTACC LVL HIGH 02/22/16 09:05:24AM
02/22/16 09:35:24AM Master ALARM AUl FREEZER TEMP HIGH 02/22/16 01:05:24PM
02/22/16 11:35:25PM Master ALARM LTACC LVL HIGH 02/23/16 06:35:26AM
02/24/16 06:35:29PM Master ATARM AU13 CLR B TEMP HIGH 02/25/16 05:35:30AM
02/24/16 11:35:29PM Master ATLARM AU9-10 DOCK TEMP HIGH 02/25/16 05:35:30AM
02/25/16 06:35:31PM Master ATARM AUll CLR B TEMP HIGH 02/26/16 07:35:32AM
02/26/16 02:35:32AM Master ATARM AU13 CLR B TEMP HIGH 02/26/16 07:35:32AM
02/26/16 10:35:32AM Master ATARM AU13 CLR B TEMP HIGH 02/26/16 12:05:32PM
02/26/16 06:05:33PM Master ALARM LTACC LVL HIGH 02/27/16 10:05:34AM
02/26/16 06:35:33PM Master ATARM AU13 CLR B TEMP HIGH 02/27/16 10:05:34AM
02/27/16 12:05:34PM Master ATLARM BSTR SEQ SUCT PRESS LOW 02/27/16 12:35:34PM
02/27/16 07:35:35PM Master FAIL RCB-1 MOTOR AUX 02/29/16 09:35:38AM
02/29/16 05:05:38AM Master ALARM LTACC LVL HIGH 02/29/16 09:35:38AM
03/03/16 02:05:45PM Master ATLARM EXHAUST FAN CONF 03/04/16 06:35:46AM
03/04/16 11:05:46AM Master ATARM AUl4 CLR B TEMP HIGH 03/04/16 11:35:46AM
03/04/16 12:35:47PM Master ATARM AUl4 CLR B TEMP HIGH 03/04/16 01:05:47PM
03/05/16 04:35:49PM Master ATARM AUl4 CLR B TEMP HIGH 03/07/16 09:05:52AM
03/05/16 11:35:49PM Master ATLARM HOT WATER TEMP LOW 03/07/16 09:05:52AM
03/06/16 02:05:50AM Master ATARM AUll CLR B TEMP HIGH 03/07/16 09:05:52AM
03/06/16 07:05:50AM Master ATARM AU13 CLR B TEMP HIGH 03/07/16 09:05:52AM
03/07/16 12:05:52AM Master ALARM AU7 CLR A TEMP HIGH 03/07/16 09:05:52AM
03/08/16 09:35:55PM Master ATARM AUl4 CLR B TEMP HIGH 03/09/16 06:35:56AM
03/09/16 10:35:57AM Master ATLARM AU9-10 DOCK TEMP HIGH 03/09/16 12:35:57PM
03/12/16 07:06:02AM Master ATARM AUll CLR B TEMP HIGH 03/12/16 07:36:03PM
03/12/16 08:36:02AM Master ATARM AUl4 CLR B TEMP HIGH 03/12/16 07:36:03PM
03/12/16 06:36:03PM Master ATARM AU13 CLR B TEMP HIGH 03/12/16 07:36:03PM
03/16/16 02:06:11PM Master ALARM AU3 FREEZER TEMP HIGH 03/16/16 02:36:11PM
03/23/16 05:06:25PM Master FAIL NH3 DET CLR B HIGH 03/23/16 10:06:25PM
03/23/16 05:06:25PM Master ATLARM NH3 DET CLR B LOW 03/24/16 06:36:26AM
03/23/16 05:06:25PM Master FAIL EMERGENCY STOP
03/23/16 05:36:25PM Master ALARM AUl4 CLR B TEMP HIGH

-~ 03/23/16 06:06:25PM Master ALARM AUll CLR B TEMP HIGH

>O3/23/16 06:36:25PM Master ALARM AU3 FREEZER TEMP HIGH
03/23/16 06:36:25PM Master ATARM NH3 DET DOCK LOW 03/23/16 10:06:25PM

= 03/23/16 07:06:25PM Master ALARM AUl13 CLR B TEMP HIGH

\‘03/23/16 10:36:25PM Master ALARM AUl FREEZER TEMP HIGH
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Description
AUl2 CLR B TEMP
AU2 FREEZER TEMP
TRANS SYS FAIL
HOT WATER TEMP
AU7 CLR A TEMP
RCB-1 SAFETY
AU5-6 CLR A TEMP
AU4 CLR A TEMP
AU8 CLR A TEMP
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